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Table D-1: 2021 Request Window Submittals 

   
Ref. 

# 
Project Name Service 

Area 
Submitted 

by Review of Submission 

1 New ML-SCR 500kV line SDGE SDGE 
 May be considered for reliability alternative 

2 Friars – Doublet Tap 
Reconductor SDGE SDGE 

May be considered for reliability alternative 

3 GLW Upgrade GLW GLW 
May be considered for reliability alternative 

4 Devers 230 kV 
Reconfiguration Project SCE SCE 

May be considered for reliability alternative 

5 Victor 230 kV Reconfiguration 
Project SCE SCE 

May be considered for reliability alternative 

6 
Laguna Bell-Mesa No. 1 230 
kV Line Rating Increase 
Project 

SCE SCE 
May be considered for reliability alternative 

7 New Serrano 4AA 500/230 
kV Transformer Bank SCE SCE 

May be considered for reliability alternative 

8 
Contra Costa PP 230 kV Line 
Terminals Reconfiguration 
Project 

PGAE PGAE 
May be considered for reliability alternative 

9 Coppermine 70 kV 
Reinforcement Project PGAE PGAE 

May be considered for reliability alternative 

10 
Cortina 23011560 kV 
Transformer Bank No. 1 
Replacement Project 

PGAE PGAE 
May be considered for reliability alternative 

11 
Manteca-Ripon-Riverbank-
Melones Area 115 kV Line 
Reconductoring Project 

PGAE PGAE 
May be considered for reliability alternative 

12 
South Bay 115 kV 
Reinforcement Conceptual 
Project 

PGAE PGAE 
May be considered for reliability alternative 

13 
Vasona-Metcalf 230 kV Line 
Limiting Elements Removal 
Project 

PGAE PGAE 
May be considered for reliability alternative 
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Ref. 

# 
Project Name Service 

Area 
Submitted 

by Review of Submission 

14 
Weber-Mormon Jct Line 
Section Reconductoring 
Project 

PGAE PGAE 
May be considered for reliability alternative 

15 Lake Elsinore Advanced 
Pumped Storage 

SCE, 
SDGE Leaps Hydro 

Not considered as reliability alternative as the 
submission does not meet a reliability need 
identified in the CAISO reliability assessment 
results 

16 Ames-Palo Alto 115 kV Line 
Project Submission PGAE City of Palo 

Alto 

May be considered for reliability alternative 

17 SCE Laguna Bell – Mesa 
Series Reconductor Project SCE Smart wires 

May be considered for reliability alternative 

18 Pacific Transmission 
Expansion Project (PTEP) PGAE 

California 
Western Grid 
Development 

LLC 

Not considered as reliability alternative as the 
submission does not meet a reliability need 
identified in the CAISO reliability assessment 
results 

19 PG&E - Santa Clara Area 
Series Compensation Project PGAE Smart wires 

May be considered for reliability alternative 

 


